RETURN FIREWALL ON ONE SIDE OR BOTH SIDES OF LOT LINE WALL, AS REQUIRED

2 X 4 STUD
SHEETROCK BRAND GYPSUM SHEATHING
NO.15 ASPHALT FELT
EXTERIOR SURFACING
TWO 1" SHEETROCK BRAND GYPSUM LINER PANELS
2" USG STEEL C-RUNNER
USG STEEL H-STUD
THERMAFIBER SAFB
SHEETROCK BRAND GYPSUM PANEL

EXTERIOR WALL INTERSECTION
SCALE: 3" = 1' - 0"
DATE: 5-2-91

UNITED STATES GYPSUM COMPANY
This area separation wall system detail must not be used without a complete evaluation by owner's design professional to verify the suitability of the design for a given structure.