FLOOR OR ROOF ASSEMBLY

MIN. 2-1/2" WIDE THERMAFIBER SAFING INSULATION

3" MAX.

FIRECODE COMPOUND
1/2" @ 1-1/2-HR
1" @ 2-HR

CONTINUOUS STEEL STUDS

SHEETROCK ACOUSTICAL SEALANT
1/4" NOM.

FIN. FLOOR

TEST REF: UL DES U419
HW-S-0001
NOTE: DETAIL ALSO APPLIES TO ROOF/CEILING DESIGNS

RATED PARTITION (STATIC)

SCALE: 1/4"=1" DATE: 8/17/98

UNIVERSAL GYPSUM COMPANY
This gypsum board assembly detail must not be used without a specific evaluation by owner’s design professional to verify the suitability of the design for a given structure.